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GENERAL NOTES:

1. ALL ITEMS SHOWN ON DEMO PLAN ARE EXISTING. CONTRACTOR
SHALL REMOVE ALL DEVICES AND EQUIPMENT SHOWN INCLUDING —
ASSOCIATED CIRCUITS, UOI TO REMAIN. CONTRACTOR SHALL
CAREFULLY REMOVE ALL EXISTING FIXTURES AND TURN OVER TO
O o OWNERS REPRESENTATIVE UNLESS INDICATED TO BE RE—USED ON
NEW WORK PLAN. EXISTING DEVICES MAY ONLY BE REUSED AS
INDICATED ON NEW WORK PLANS.

¢I-O

. MAINTAIN CONTINUITY OF ELECTRICAL SERVICE TO ALL EXISTING

@) DEVICES TO REMAIN. THIS SHALL INCLUDE BUT NOT BE LIMITED <
TO CONSTRUCTION AREAS SURROUNDING AND ABOVE AND BELOW
CONTRUCTION AREA. PROVIDE TEMPORARY CIRCUITS AND/OR

CIRCUIT EXTENSIONS AS REQUIRED.
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3. ALL INFORMATION SHOWN ON THIS SHEET REPRESENTS EXISTING
SITE CONDITIONS AS BEST UNDERSTOOD AT TIME OF SURVEY.
CONTRACTOR SHALL VERIFY EXISTING CONDITIONS. —

4. DISCONNECT AND DEMO CIRCUITRY FOR ALL MECHANICAL
EQUIPMENT INDICATED TO BE REMOVED ON MECHANICAL DEMO
SHEETS, UOI.
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5. CONTRACTOR SHALL REMOVE ALL ABANDONED WIRE, CONDUIT,
ELECTRICAL DEVICES, ECT IN PROJECT AREA. NOTHING IS TO BE
ABANDONED IN PLACE. ALL ABANDONED WIRE, CONDUIT, @
ELECTRICAL DEVICES, ETC DISCOVERED IN PROJECT AREA SHALL
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102 | I 0V R VA RV ] 1. EXISTING PANELS "CR—1" AND "CR-2" AND TRANSFORMER TO
/] %ﬂ A \ % BE REPLACED. RECONNECT ALL EXISTING AND ACTIVE CIRCUITS
- N A, @ TO NEW PANELBOARDS. PROVIDE NEW PANELBOARD DIRECTORY
- PANEL |[CR12001| gy [T]| “PANEL "2R" [TO_REMAIN CARD WITH ACCURATE DESCRIPTIONS OF ALL ALL CIRCUITS, o
A 15§, 0 RigdaiN=""—7 EXISTING AND NEW. PERFORM THIS WORK AFTER HOURS OR AT
4% 7 1 A 1 A 1 A 1 A % " PANEL "CL™ TH REMAIN @ ‘ TIME DIRECTED BY OWNER. SEE SINGE LINE DIAGRAM.
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\ 2.  DEMO POWER/CONTROLER, ETC FOR DOOR BEING REMOVED.

Al AU UAd aAa Al A A 3. RELOCATE SECURITY CAMERA IN THIS AREA TO ACCOMMODATE

NEW CANOPY. —

/-CAREFULL REMOVE LIGHT FIXTURE
AND REINSTALL IN LOCATION. e
Q COORDINATE WITH NEW, AWNING/CANOPY.,
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